
Ground
Storage

Tank

Booster Pump Low Level Lockout

GND

Lag Well Pump Call
Lead Well Pump Call (Fill Valve Open)

Booster Pump Low Level Lockout Reset

Well Pump(s) Off (Fill Valve Close)

Y/G

23

22

21

20

19

Hydrotank

GND

Lag Booster Pump Call
Lead Booster Pump Call

Booster Pump(s) Off (OK to add Air)

Y/G

27

26

25

24

2nd Lag Booster Pump Call

NOTE:  A PROBE MAY BE REQUIRED TO ESTABLISH
            GROUND CONTACT WITH THE WATER IN THE

            GROUND STORAGE TANK & HYDROTANK.

29

28
Pressure Switch

31

30 Flow Meter
(optional)

INPUTS


