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Well Pump #1 (or Fill Valve) Control Voltage

Well Pump #1 (or Fill Valve) Automatic Start (Open) Signal

Well Pump #2 Control Voltage

Well Pump #2 Automatic Start Signal
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Booster Pump #1 Control Voltage

Booster Pump #1 "HAND" Voltage

Booster Pump #1 "AUTO" Start Signal

Booster Pump #2 Control Voltage

Booster Pump #2 "HAND" Voltage

Booster Pump #2 "AUTO" Start Signal

Booster Pump #3 Control Voltage

Booster Pump #3 "HAND" Voltage

Booster Pump #3 "AUTO" Start Signal
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Autodialer Control Voltage

Autodialer Alarm Signal

120 Vac

Alarm Light Output

32 Alarm Light Return
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Add Air Solenoid Voltage

Add Air Solenoid Open Signal
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